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Comment Form — Second Draft of SAR for Real-time Transmission Operations and Balancing of Load and Generation (Project 2007-03)

Comment Form for Second Draft of SAR for Project 2007-03 — Real-time Transmission Operations and Balancing of Load and Generation
Please use this form to submit comments on the proposed SAR.  Comments must be submitted by September 7, 2007.  You may submit the completed form by e-mail to sarcomm@nerc.net with the words “Real-time TOP_BA SAR” in the subject line.  If you have questions please contact Ed Dobrowolski at ed.dobrowolski@nerc.net or by telephone at 609-947-3673.
	Individual Commenter Information

(Complete this page for comments from one organization or individual.)

	Name: 
     

	Organization: 
     

	Telephone: 
     

	E-mail:
     

	NERC Region (check all Regions in which your company operates)
	
	Registered Ballot Body Segment (check all industry segments in which your company is registered)

	 FORMCHECKBOX 
 ERCOT

 FORMCHECKBOX 
 FRCC

 FORMCHECKBOX 
 MRO
 FORMCHECKBOX 
 NPCC

 FORMCHECKBOX 
 RFC

 FORMCHECKBOX 
 SERC

 FORMCHECKBOX 
 SPP

 FORMCHECKBOX 
 WECC

 FORMCHECKBOX 
 NA – Not Applicable
	 FORMCHECKBOX 

	1 — Transmission Owners

	
	 FORMCHECKBOX 

	2 — RTOs and ISOs

	
	 FORMCHECKBOX 

	3 — Load-serving Entities

	
	 FORMCHECKBOX 

	4 — Transmission-dependent Utilities

	
	 FORMCHECKBOX 

	5 — Electric Generators

	
	 FORMCHECKBOX 

	6 — Electricity Brokers, Aggregators, and Marketers

	
	 FORMCHECKBOX 

	7 — Large Electricity End Users

	
	 FORMCHECKBOX 

	8 — Small Electricity End Users

	
	 FORMCHECKBOX 

	9 — Federal, State, Provincial Regulatory or other Government Entities

	
	 FORMCHECKBOX 

	10 — Regional Reliability Organizations and Regional Entities

	


	Group Comments (Complete this page if comments are from a group.)

Group Name: 

     
Lead Contact:

     
Contact Organization:
     


Contact Segment:

     


Contact Telephone:
     
Contact E-mail:

     

	Additional Member Name
	Additional Member Organization
	Region*
	Segment*

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 

	     
	     
	     
	 


*If more than one Region or Segment applies, please list all that apply.  Regional acronyms and segment numbers are shown on prior page.

Background Information:
The SAR for Real-time Transmission Operations and Balancing of Load and Generation (Project 2007-03) was posted for comment from May 15 through June 13, 200.  The SAR Drafting Team considered the comments and corrected all noted typographical errors and made the following revisions to the SAR:

· Added IRO-004, IRO-005 & IRO-006 to the scope of standards to be reviewed to eliminate redundant requirements.
· Clarified that the reason for recommending the deletion of TOP-002-2, R8 is because the requirement is unmeasurable. 
R8. 
Each Balancing Authority shall plan to meet voltage and/or reactive limits, including the deliverability/capability for any single contingency.)
· Removed the recommendation for deleting TOP-002-2, R11:
R11.  
The Transmission Operator shall perform seasonal, next-day, and current-day Bulk Electric System studies to determine SOLs.  Neighboring Transmission Operators shall utilize identical SOLs for common facilities.  The Transmission Operator shall update these Bulk Electric System studies as necessary to reflect current system conditions; and shall make the results of Bulk Electric System studies available to the Transmission Operators, Balancing Authorities (subject confidentiality requirements), and to its Reliability Coordinator.

· Reworded the recommendation in TOP-002-2, R14 & R15 to clarify that these requirements may be better addressed in other standards.
R14.
Generator Operators shall, without any intentional time delay, notify their Balancing Authority and Transmission Operator of changes in capabilities and characteristics including but not limited to:

R14.1.
Changes in real output capabilities. 

R15.
Generation Operators shall, at the request of the Balancing Authority or Transmission Operator, provide a forecast of expected real power output to assist in operations planning (e.g., a seven-day forecast of real output).

· Clarified the deletion requested in TOP-004-1, R1 is the reference to ‘SOLs’
R1.
Each Transmission Operator shall operate within the Interconnection Reliability Operating Limits (IROLs) and System Operating Limits (SOLs).
Please review the revised SAR and then answer the question on the following page.  Please submit your comments by September 7, 2007 to sarcomm@nerc.com with the words “Real-time TOP_BA SAR” in the subject line.  
1. Do you agree to expand the scope of the SAR to include IRO-004, -005, & -006 for the purpose of eliminating redundancy related to the Transmission Operator and Balancing Authority? 

 FORMCHECKBOX 
 Yes 

 FORMCHECKBOX 
 No 

Comments:      
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