PRC-002-2 – Disturbance Monitoring and Reporting Requirements


Standard Development Roadmap

This section is maintained by the drafting team during the development of the standard and will be removed when the standard becomes effective.

Development Steps Completed:

1. Nominations for the SAR drafting team members were solicited February 26 – March 9, 2007.
2. The SAR was posted for a 30 day comment period March 22 – April 20, 2007.
3. Nominations for the standard drafting team (SDT) for Project 2007-11 Disturbance Monitoring were solicited June 12 – 25, 2007.
Proposed Action Plan and Description of Current Draft:

The purpose of this standard is to establish requirements for recording and reporting sequence of events (SOE) data, fault recording (FR) data, and dynamic disturbance recording (DDR) data to facilitate analysis of Disturbances.  This standard will replace PRC-002-1 and PRC-018-1. 

The purpose of revising the above standards is to:
1. Ensure each of the standards is complete and the requirements are set at an appropriate level to ensure reliability. 

2. Ensure they are enforceable as mandatory reliability standards with financial penalties; the applicability to bulk power system owners, operators, and users, and as appropriate particular classes of facilities is clearly defined; the purpose, requirements, and measures are results-focused and unambiguous; the consequences of violating the requirements are clear. 

3. Incorporate other general improvements described in NERC’s Reliability Standards Development Plan: 2007-2009 (summarized and outlined in the Reliability Standard Review Guidelines attached as Appendix A). 

4. Consider the items mentioned in the Standard Review Forms (excerpted from NERC’s Reliability Standards Development Plan: 2007-2009) attached as Appendix B, prepared by the NERC staff, which attempt to capture comments from the: 

· FERC NOPR (Docket # RM06-16-00 dated October 20, 2006) , 

· FERC staff report dated May 11, 2006 concerning NERC standards submitted with ERO application, 

· Version 0 standards development, and 

· Regional Reliability Standards Working Group (RRSWG – a NERC working group involved with regional standards development). 

The standard drafting team (SDT) also considered the following additional issues that were not completely captured but were stated or referenced in the above materials.

1. Modify PRC-002-1 to remove RRO in the applicability and eliminate the reference to RRO in PRC-018-1. 

2. Create continent wide requirements applicable to Transmission Owners and Generation Owners.

3. The new standard (PRC-002-2) is being proposed based on the requirements of the existing PRC-002-1 and PRC-018-1 standards and a recommendation for replacing both of these existing standards is being proposed. The requirements in PRC-018-1 are being incorporated into PRC-002-2. 

4. Satisfy the standards procedure requirement for five-year review of the standards.

Future Development Plan:

	Anticipated Actions
	Anticipated Date

	1. Develop and post reply comments to initial posting of standard 
	March, 2010

	2. Post for second 30-day informal comment period
	November, 2010

	3. Post for third 30-day comment period.
	May, 2011

	4. Post for 30-day pre-ballot period
	November, 2011

	5. Conduct initial ballot
	December, 2011

	6. Post response to comments on first ballot
	February, 2012

	7. Conduct recirculation ballot
	March, 2012

	8. Board adoption date.
	To be determined.


Definitions of Terms Used in Standard
This section includes all newly defined or revised terms used in the proposed standard.  Terms already defined in the Reliability Standards Glossary of Terms are not repeated here.  New or revised definitions listed below become approved when the proposed standard is approved.  When the standard becomes effective, these defined terms will be removed from the individual standard and added to the Glossary.
Disturbance Monitoring Equipment (DME) is defined as devices capable of monitoring and recording system data pertaining to a Disturbance. Such data includes Sequence of Events data, Fault data, and Dynamic Disturbance data. Phasor Measurement Units and any other equipment that meets the functional requirements of DMEs may qualify as DMEs.
Sequence of Events (SOE) Recorder is defined as devices that record time sequenced data to capture change of status of Transmission and / or generation facility Elements, including protection and control devices.
Fault Recorder (FR) is defined as devices that record time sequenced waveform data for short circuit or failure of Transmission and / or generation facility Elements resulting in abnormal voltage(s) and / or current(s). This may include protective relays. 
Dynamic Disturbance Recorder (DDR) is defined as devices that record time sequenced data for events such as power swings, frequency variations, and abnormal voltage problems that affect system dynamic performance.  


A. Introduction

1. Title:

Disturbance Monitoring and Reporting Requirements 

2. Number:

PRC-002-2
3. Purpose:

To ensure that Facility owners collect the data needed to facilitate analyses of Disturbances on the Bulk Electric System (BES).

4. Applicability

4.1.  Planning Coordinator

4.2. Transmission Owners 
4.3.  Generator Owners 
5. Effective Date: 
April 15, 2013 (Projected)
5.1. 
5.2. 
Requirement R2, R3, R15, R16 through R18, R24, and R26: 

· The first day of the first calendar quarter one year after Board of Trustees adoption .

Requirements R1, R4 through R14, R19 through R23 and R25: 

· 50% of locations/sites with all the monitoring requirements met at the locations as identified by the Planning Coordinator’s initial list in R3 and R18 or 50% of the total required elements within three years.
· 100% of locations/sites with all the monitoring requirements met at the locations as identified by the Planning Coordinator’s initial list in R3 and R18 and all total monitored Elements within five years

· 100% of locations/sites with all the monitoring requirements met at the locations as identified by the Planning Coordinator’s review (R2 and R16) and listed revisions in R3 and R18 and all total monitored Elements within three years.

· 
· 
· 
· 

· 

· 
B. Requirements 

R1. Each Transmission Owner and Generator Owner shall time synchronize all of its SOE Recorders, FR, and DDR to within +/- 2 milliseconds of Universal Time Coordinated (UTC) with the associated hour offset.  
R2. Each Planning Coordinator shall establish a list of SOE and FR monitored locations by applying the following criteria to their Planning Coordinator area every five years: 
2.1. 20% of the bus locations with the highest calculated short circuit MVA levels for bus locations within their fault study area greater than or equal to 100 kV and have three-phase short circuit level of 1500 MVA or above calculated under normal configurations. 
2.2. Determine the bus locations that have three-phase short circuit level of 1500 MVA or above connected at 100 kV or above calculated under normal configurations within their fault study area and then select 20% of busses from the list with the highest calculated short circuit MVA levels.
2.3. 20% of the bus locations connected at 100 kV or higher determined by short circuit study to have the highest calculated three-phase short circuit levels which are 1500 MVA or greater under normal configurations.

R3. Each Planning Coordinator shall make available the lists generated in Requirement R2, Requirement R17 and Requirement R18 to the Transmission Owners and Generators Owners within their Planning Coordinator area. 
Each Transmission Owner shall record the SOE data for changes in circuit breaker position (open/close) for each of the circuit breakers it owns at 100 kV and above and Connected to the facilities in Requirement R2 part 2.1.
 

R4. Each Generator Owner shall record SOE data for changes in circuit breaker position (open/close) for each of the circuit breakers, it owns, functioning as the primary generator output circuit breaker on the high or low side of a GSU for the individual generators with a nameplate rating of 20 MVA or above or for an aggregate nameplate rating of 75 MVA or above connected to the facilities in Requirement R2 part 2.1.
4.1. 
4.2. 
R5. Each Generator Owner shall record SOE data for changes in circuit breaker position (open/close) for each of the circuit breakers it owns at 100 kV and above and connected to the facilities in Requirement R2 part 2.1. 

5.1. 

R6. Each Transmission Owner shall record FR data at the locations it owns identified in Requirement R2 part 2.1. 
R7. Each Generator Owner shall record FR data for the generators with a nameplate rating of 500 MVA or above, or for  an aggregate nameplate rating of 500 MVA or above with a common point of electrical interconnection connected to the facilities identified in Requirement R2 part 2.1.
R8. Each Transmission Owner shall record electrical quantities in order to determine three phase voltage at the locations established in Requirement R2 part 2.1 for the following Elements, it owns, operated at 100kV and above:

8.1. bus sections connected to Transmission Lines 
8.2. the outer bus voltage or the individual line voltage on Transmission breaker-and-a-half arrangements

8.3. the common bus voltage or the individual line voltage on Transmission straight busses 

R9. Each Transmission Owner shall record electrical quantities in order to determine three phase currents and the residual or neutral currents at the locations established in Requirement R2 part 2.1 for the following Elements, it owns,:

9.1. Transformers that have a low-side operating voltage of 100 kV or above including HVDC AC transformers
9.2. Transmission lines operated at 100kV and above 

R10. Each Generator Owner shall record electrical quantities in order to determine the three phase voltage on the high or low side of generator step up transformers at the locations established in Requirement R8. 
R11. Each Generator Owner shall record electrical quantities in order to determine three phase voltage at the locations established in Requirement R2 part 2.1 for the following Elements, it owns, operated at 100kV and above:

11.1. bus sections connected to Transmission Lines 

11.2. the outer bus voltage or the individual line voltage on Transmission breaker-and-a-half arrangements

11.3. the common bus voltage or the individual line voltage on Transmission straight busses 

R12. Each Generator Owner shall record electrical quantities in order to determine the three phase currents, for the locations established in Requirement R8, on the same side of the GSU where the voltage is monitored. 
R13. Each Generator Owner shall record electrical quantities in order to determine the residual or neutral current of high side wye connected GSU(s) for the locations established in Requirement R8.
R14. Each Transmission Owner and Generator Owner shall have FR data for the equipment it owns identified in Requirements R7 and Requirement R8 that meets the following:

14.1. A single record or multiple records that include the following:

· A pre trigger record length of at least two cycles and a post trigger record length of at least 50 cycles for the same trigger point

OR 

· At least two cycles of the pre trigger data; the first three cycles of the fault; and the final cycle of the fault

14.2. A minimum recording rate of 16 samples per cycle.
R15. Each Transmission Owner and Generator Owner shall document and apply a triggering methodology. The triggering methodology must:

15.1. Describe the trigger settings selected to record short circuits or failures of Transmission and / or generation facility Elements resulting in abnormal voltage(s) and / or current(s) on the monitored Elements

15.2. Identify the type of trigger used such as digital triggering; analog triggering; a combination of analog and digital; or unique triggering requirements
15.3. Describe the trigger settings selected to record system events that affect system dynamic performance such as power swings, frequency variations, and abnormal voltage conditions on the monitored Elements except where continuous recording is used. 
R16. Each Planning Coordinator shall establish a list of DDR monitored locations by applying the following criteria every five years that includes at a minimum: 
16.1. 5% of the bus locations with the highest calculated short circuit MVA levels for bus locations within their fault study area greater than or equal to 100 kV and have three-phase short circuit level of 1500 MVA or above calculated under normal configurations. 
16.2. Generators with a nameplate rating of 1000 MVA or above, or for an aggregate nameplate rating of 1000 MVA or above with a common point of electrical interconnection connected to the facilities identified in Requirement R17 part 17.1.

16.3. 
R17. Each Planning Coordinator shall ensure that the list of DDR monitored locations established in Requirement R17 will monitor the following:  
17.1. Planned islands formed within the Planning Coordinator area as a result of generation load imbalances of 5,000 MW and above 
17.2. Any Special Protection System, Remedial Action Scheme, actuation that results in planned loss of load of 500 MW or greater.
17.3. Elements associated with Interconnection Reliability Operating Limits (IROLs).

17.4. Both ends of a HVDC terminal on the AC side of the converter.
17.5. Dynamically controlled devices such as synchronous condensers, static VAR compensators and all flexible AC Transmission system devices greater than or equal to 100 MVA and voltages above 200 kV

17.6. Each end of Transmission lines 300 kV and above between Planning Coordinator areas. 

R18. Each Planning Coordinator shall establish and make available the list of elements at each location established in Requirement R17 and Requirement R18 to the Transmission Owners and Generator Owners within their Planning Coordinator area that the Transmission Owners and Generator Owners must monitor. 
R19. Each Transmission Owner shall record electrical quantities of  each element identified by its Planning Coordinator (s) in order to determine the following DDR data:
19.1. Any one phase-to-neutral voltage. 
19.2. The phase current on the same phase and at the same voltage in Requirement R20 part 20.1.
19.3. Power and Reactive Power (MW and MVAR) flows expressed on a three-phase basis  

19.4. Frequency of at least one voltage element at the required location. 

R20. Each Generator Owner shall record electrical quantities of each element identified by its Planning Coordinator(s) in order to determine the following DDR data: 
20.1. Any phase-to-neutral voltage or one phase-to-phase voltage at either the GSU’s high side or low side voltage level. The voltage can be the high side connecting bus voltage or the generator bus voltage.
20.2. The phase current on the same phase and at the same voltage as the voltage monitored in Requirement R21 part 21.1 or two phase currents for phase-to-phase voltages.
20.3. Power and Reactive Power (MW and MVAR) flows expressed on a three-phase basis.
20.4. Frequency of at least one voltage source at the location. 

R21. Each Transmission Owner and Generator Owner, for those DDR devices installed to meet Planning Coordinator monitoring requirements, shall ensure its DDR data conforms to the following technical specifications:
21.1. Input sampling rate of at least 960 samples per second 
21.2. Store calculated electrical quantities at a rate of at least 30 times per second or store sampled input quantities for the duration established in Requirement R26.
R22. Each Transmission Owner and Generator Owner shall provide DDR functionality at the locations specified by the Planning Coordinator and record data on the specified Elements. 
R23. Each Transmission Owner and Generator Owner that implements DDR functionality shall provide continuous recording and storage of DDR data.

R24. Each Transmission Owner and Generator Owner that has DDR functionality that meets the Planning Coordinator DDR monitoring requirements and does not have continuous recording capability because the devices were installed prior to Requirement R24’s effective date shall set data record lengths at a minimum of three minutes. 
R25. Each Transmission Owner and Generator Owner shall have all recorded Sequence of Event, Fault Recording, and DDR data available (locally or remotely) for ten calendar days after a Disturbance.
R26. Each Transmission Owner and Generator Owner shall document and conduct a time-based maintenance and testing program for stand-alone DME equipment whose only purpose is disturbance monitoring. The maintenance and testing program shall include: 
26.1. quarterly verification of communication channels used for accessing records remotely if the entity relies on remote access and the channel is not monitored to a control center staffed around the clock, 24 hours a day, seven days a week
26.2. quarterly verification of time synchronization if the loss of time synchronization is not monitored to a 24/7 control center
26.3. quarterly verification of active analog quantities

26.4. a provision to ensure that failed units return to service within 90 days after discovery of failure.  If a DME device will be out of service for greater than 90 days the owner shall keep a record of efforts aimed at restoring the DME to service.
C. Measures

M1. (To be added later)
D. Compliance

1. Compliance Monitoring Process
1.1. Compliance Enforcement Authority

(To be added later)
1.2. Compliance Monitoring Period and Reset Time Frame
Not applicable.

1.3. Data Retention
1.3.1 Each Transmission Owner and Generator Owner shall retain all data provided to the Regional Entity, Reliability Coordinator or NERC for at least three years following the event.

1.3.2 Each Transmission Owner and Generator Owner shall each maintain a current list, and report to the Regional Entity, Reliability Coordinator or NERC within 30 calendar days of a  request, the following information for Sequence of Event, Fault Recording, and Dynamic Disturbance Recording data:

1.3.2.1.1 Location

1.3.2.1.2 Make and model of equipment

1.3.2.1.3 Type of data source (Sequence of Events, Fault Recording, or Dynamic Disturbance Recording). 

1.3.2.1.4 Monitored Elements, such as Transmission circuit, bus section, circuit breakers, etc.

1.4. Compliance Monitoring and Assessment Processes

(To be added later)
1.5. Additional Compliance Information

1.5.1 Each Transmission Owner and Generator Owner shall meet all of the following criteria when reporting Sequence of Event, Fault Recording , and Dynamic Disturbance Recording data to its Regional Entity, Reliability Coordinator, or NERC:

· All Sequence of Event, Fault Recording, and Dynamic Disturbance Recording data shall be provided to the Regional Entity, Reliability Coordinator, or NERC within 30 calendar days of a request,

· All Fault Recording and Dynamic Disturbance Recording data shall be in a format such that any software system capable of viewing and analyzing COMTRADE (IEEE Std. C37.111-1999 or successor) files may be used to process and evaluate the data,

· 
· All data files shall be named in conformance with IEEE C37.232-2007, or its successor, Recommended Practice for Naming Time Sequence Data Files.

2. Violation Severity Levels (To be added later)
	R #
	Lower VSL
	Moderate VSL
	High VSL
	Severe VSL

	
	
	
	
	


E. Regional Variances

Example:











�The SDT discussed the need for 17.3 – the group agreed that if the action item that addresses the size threshold for 17.2 is inclusive of the generators in 17.3 then we could delete 17.3





Draft 2, 
 Time based maintenance is the process in which protection systems are maintained or verified according to a time schedule. The scheduled program often calls for technicians to travel to the physical site and perform a functional test on protection system components.

 CBM – condition based maintenance – continuously or frequently reported results from non-disruptive self monitoring of components demonstrate operational status as those components remain in service. Whatever is verified by CBM does not require manual testing, but taking advantage of this requires precise technical focus on exactly what parts are included as part of the self diagnostics. 


134


